
Work Order (Bid Form)

Richard Goddard 615-812-8955

WO/9009MD2661/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

Audit performed 2 Apr 2012. site built, 1996, 1064 SQFT

COMMENT

Company Name & License Number:

Contractor's Signature:

90009MD2661Audit Name:

CLIENT INFORMATION

Davidson

9009MD2661

Alt. Client ID:

Client Name: Address:

Client ID: ,    

AGENCY INFORMATION

Metropolitan Development and Housing Agency (615) 252-8500

(615) 252-8533701 South Sixth Street

Agency Phone:Agency:

Email Address:

Fax:Address:

Nashville, TN   37206
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Client Name:

Client ID: 9009MD2661

Alt. Client ID: Davidson

Work Order Name: WO/9009MD2661/1

Work Order (Bid Form)

Version 8.6.0

DOE Weatherization Assistant

Report Run On: 4/2/2012



Measures

Seal Ducts

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Duct Work - Mastic seal 8 boots at registers

Components Inspected

#

1

Duct Sealing10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Infiltration Redctn

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Infiltration Reduction Measures:

1. Door1 - Replace door sweep on bottom of door
2. Win8, Win10 - Replace latches (see pic) so window will stay closed

3. Provide energy tent at pull down stairs, WS Lid

Components Inspected

#

2

Infiltration Reduction10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment DWH - Tank insulation 47 gal, short, electric

Components Inspected

#

3

DHW Tank Insulation1 1EachHot Water Equip

DHW Tank Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment DWH - Wrap first 5 ft at hot & cold lines

Components Inspected

#

4

DHW Pipe Insulation1 1EachInsulation

DHW Pipe Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Refrigerator Rplcmnt

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment REFRIGERATOR - Replace with app18 CF, top freezer, energy star rated, 
white

Components Inspected

#

5

Any - Energy Star Rated10 1EachRefrigerators

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Floor Ins. R-19 F1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

6

Floor Insulation  - 

Fiberglass Faced Batt - 

R-19

1 1064SqFtInsulation

Floor Insulation  - 

Fiberglass Faced Batt - 

R-19

2 1064SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

CO monitor1 1EachHealth and Safety

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Fix Improper Venting (Clothes Dryer)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment reconnect Dryer vent  at dryer, provide new exterior cap

Components Inspected

#

8

Equipment1 1EachHealth and Safety

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Fix Improper Venting of Bathroom 

Exhaust Fan

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Vent existing fan to exterior and cap

Components Inspected

#

9

Equipment1 2EachHealth and Safety

Labor2 2HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Install Kitchen Exhaust Fan

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Replace existing 30" recirculating fan with 30" hood vented to exterior and 

cap.(white)

Components Inspected

#

10

Kitchen exhaust fan1 1EachHealth and Safety

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Page 6 of 7

Client Name:

Client ID: 9009MD2661

Alt. Client ID: Davidson

Work Order Name: WO/9009MD2661/1

Work Order (Bid Form)

Version 8.6.0

DOE Weatherization Assistant

Report Run On: 4/2/2012



Provide 6 16x30 HVAC Filters

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

11

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

12

Smoke detector1 2EachHealth and Safety

Labor2 2EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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LIVING AREA
1064 sq ft
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